
SCALE: 1/4"=1'-0"

1

EQUIPMENT PLAN

1
DIPPING CABINET

1
DIPPING CABINET

1a
DIPPING WELL

1a
DIPPING WELL

1b
DIPPING CABINET

2

ICE CREAM

2

ICE CREAM

3

BATCH

MACHINE

3

BATCH

MACHINE

4

3-DOOR

REF.

5

1-DOOR

FRZ.

6

MASHER-HAND

MIXER

8

3'-SS

MASHING

TABLE

7

4'-SS

WORK

TABLE

10

3-COMP

SINK

10a

3-COMP

SINK

SPRAYER

11

HAND SINK

11

HAND SINK

12

DRYING  WALL

RACK

12

DRYING  WALL

RACK

14

MOP SINK

15

WATER

FILTER
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FLOOR

SHELVING

UNIT
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FLOOR

SHELVING

UNIT
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FLOOR

SHELVING

UNIT
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FLOOR

SHELVING

UNIT
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FLOOR
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UNIT

24
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UNIT

24c

WALL
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UNIT

24c
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SHELVING

UNIT
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4'-SS

WORK

TABLE
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UNIT

24c
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UNIT

24c
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UNIT

24
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UNIT
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4'-SS

WORK

TABLE

50

P.O.S.

50

P.O.S.

50

P.O.S.

50

P.O.S.

55

FRONT

COUNTER

CASEWORK

52.1

DIGITAL

MENUBAORD

52.1

DIGITAL

MENUBAORD

52.1

DIGITAL

MENUBAORD

WALK-UP WINDOW AND

TRANSACTION COUNTER

DRIVE-THRU WINDOW AND

TRANSACTION COUNTER

24

WALL

SHELVING

UNIT

70
SAFE

51
COMPUTER

53
NVR &

CAMERA

SYSTEM

54
AUDIO

SYSTEM 57
STANDING

DESK

36

CHAIR

36

CHAIR

36

CHAIR

36

CHAIR

38

TABLE

36

CHAIR

36

CHAIR

36

CHAIR

36

CHAIR

38

TABLE

30

EXTERIOR

PICNIC

ROUND

TABLE

30

EXTERIOR

PICNIC

ROUND

TABLE

GARAGE DOOR
GARAGE DOOR

01

MAIN ENTRANCE

02

DINING

03

WALKUP WINDOW

04

HALLWAY

05

MEN

06

WOMEN

07

SALES

08

PREPARATION

09

PATIO

25

WALL

SHELVING

UNIT

25

WALL

SHELVING

UNIT

TRASH

CAN

TRASH

CAN

68

BABY

CHANGING

STATION

68

BABY

CHANGING

STATION

80

DIGITAL

MENUBAORD

80

DIGITAL

MENUBAORD

NOTE- NOT ALL EQUIPMENT ARE USED IN THIS LOCATION.

18" DEEP METAL

AWING OVER

GARAGE DOOR

METAL AWING

REFER ELEVATION
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05

MEN

06

WOMEN

OPERABLE CONTROL

NOTE:

FROM FINISHED

MOUNTING HEIGHT

FLOOR TO HIGHEST

DESCRIPTION

SPACE

CLR.

LAVATORY

SANITARY

VENDOR

NAPKIN

GRAB BAR @

TOILETS

 
M

I
N

.

DISPENSER

SOAP

MIRROR

HOLDER

TYP. AT ALL W.C.

TOILET TISSUE

MAX.

1 1/4"-1 1/2"∅

GRAB BAR

M
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.
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BRADLEY #817-00142

BRADLEY #6542

KIMBERLY-CLARK CORP.-JRT JUNIOR (9597)

KIMBERLY-CLARK- SCOTT FOLD (9.4" towel)

BRADLEY #817-00136

ITEM                       QUANTITY        MANUFACTURER / MODEL

TOILET ROOM ACCESSORIES

H.C. PAPER HOLDER

H.C. TOWEL DISP.

H.C. MIRROR       

SOAP DISPENSER     

42" GRAB BAR

36" GRAB BAR

1

BRADLEY #817-00136

18" VERT. GRAB BAR

GC TO SELECT

NOTE:  G.C. TO PROVIDE BLOCKING IN WALLS FOR ALL WALL MOUNTED LAVATORY, GRAB BARS, SOAP

DISPENSER, PAPER TOWEL DISPENSER, MIRROR, TOILET TISSUE HOLDER, ETC. FOR MIN. 400 LB. FORCE.
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NEW 2x2 CLG.
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WITH 5/8" GYPSUM WALL BOARD APPLIED VERICALLY

TO EACH SIDE.  SCREWS ARE 8" O.C. AROUND 

THE PERIMETER AND 12" O.C. ON PERIMETER

ATTACHED WITH 1 1/4" LONG DRYWALL SCREWS

NO. 25 GA. CHANNEL-SHAPED STUDS @ 16" O.C.

FINISHED FLOOR

AND 12" OC ON INTERIOR OF BOARD

UNDERSIDE OF ROOF DECK 

FIRE STOPS AT MID-SPAN, AS REQUIRED BY CODE

NTS

3

INTERIOR PARTITION WALL DETAIL

SCALE: 

BRACE TO

STRUCTURAL ABOVE

@48" O.C. AS

REQUIRED

SCALE: 1/4"=1'-0"
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SCALE: 1/2"=1'-0"
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TOILET ENLARGED PLAN
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SCALE: 1/4"=1'-0"

1

REFLECTED CEILING PLAN

CEILING

CT-01

2' x 2' x 1/2" SCRUBBABLE CEILING TILE

MFR: USG CEILING

MODEL: SHEETROCK LAY-IN CEILING PANEL CLIMAPLUS, VINYL

ITEM#: 3270

COLOR: WHITE

FINISH: VINYL

CEILING SCHEDULE

CEILING

CT-02

2' x 2' x 3/4" ACOUSTICAL CEILING TILE

MFR: USG CEILING

MODEL: FROST CLIMAPLUS CEILING PANEL # 414

EDGE GRID PROFILE DONN-DX

COLOR: 565 SIENNA

FINISH: ACOUSTICAL

2X4 LED RECESSED LIGHT (HALF FILLED MEAN EMERGENCY)

RECESSED OR SURFACE MOUNT LED LIGHT

2X2 0R 1X1 CEILING DIFFUSER- SUPPLY

2X2 CEILING DIFFUSER- RETURN

EXHAUST GRILL

SYMBOL LEGEND

LIGHTING NOTES COMPLIANCE TO

N.C. FOOD CODES :

1. AT LEAST 50 FOOT CANDLES AT A SURFACE WHERE A FOOD EMPLOYEE IS

WORKING WITH FOOD OR WORKING WITH UTENSILS OR EQUIPMENT SUCH

AS KNIVES, SLICERS, GRINDERS, OR SAWS WHERE EMPLOYEE SAFETY IS A

FACTOR.

2. AT LEAST 20 FOOT CANDLES AT A SURFACE WHERE FOOD IS PROVIDED

FOR CONSUMER SELF-SERVICE SUCH AS BUFFETS AND SALAD BARS OR

WHERE FRESH PRODUCE OR PACKAGED FOODS ARE SOLD OR OFFERED FOR

CONSUMPTION, INSIDE EQUIPMENT SUCH AS REACH-IN AND UNDER

COUNTER REFRIGERATORS, AND AT A DISTANCE OF 30 INCHES ABOVE THE

FLOOR IN AREAS USED FOR HAND WASHING, WARE WASHING, AND

EQUIPMENT AND UTENSIL STORAGE AND IN TOILET ROOMS.

3. LIGHT INTENSITY SHALL BE AT LEAST 10 FOOT CANDLES AT A DISTANCE

OF 30 INCHES ABOVE THE FLOOR IN WALK-IN REFRIGERATION UNITS, AND

DRY FOOD STORAGE AREAS AND IN OTHER AREAS AND ROOMS DURING

CLEANING.

4. SHIELDED LIGHT BULBS SHALL BE USED.

5. ALL LIGHT FIXTURES SHALL HAVE ADDITIONAL GASKET. THE LIGHT

FIXTURE SHALL BE TOTALLY ENCLOSED.

2' CEILING LINEAR DIFFUSER OR SIDE WALL- SUPPLY

2X2 LED RECESSED LIGHT (HALF FILLED MEAN EMERGENCY)

CEILING

HEIGHT- 9'-6"

CT-02

CEILING

HEIGHT- 9'-0"

CT-01

CEILING

HEIGHT- 8'-0"

CT-01

CEILING

HEIGHT- 8'-0"

CT-01

CEILING

HEIGHT- 8'-0"

CT-01

01

MAIN ENTRANCE

02

DINING

04

HALLWAY

05

MEN

06

WOMEN

07

SALES

08

PREPARATION

09

PATIO

03

WALKUP WINDOW

CEILING FAN

WALL HEATER WALL HEATER WALL HEATER
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FLOOR COVERING AND BASE

F-1

SEALED CONCRETE

COLOR TBD IN FIELD BY THE OWNER/CONTACTOR

ACID WASH CONCRETE 24 HOURS PRIOR TO COATING; FINISH

COATING WITH SLIP RESISTANCE COATING

WB-1

STANDARD RUBBER BASE

COLOR TBD IN FIELD BY THE OWNER/CONTRACTOR

WALL COVERINGS

WL-1

WALLS- ENTRANCE, DINING

PAINT

MAIN WALL COLOR- ICED CUBE BENJAMIN MOORE- 2121-50

TRIM AND DOOR COLOR- FLAME BENJAMIN MOORE- 2212-20

ACCENT COLOR- YEW GREEN BENJAMIN MOORE- 2125-50

WL-2

WALLS- GUEST FACING, PRODUCTION AND RESTROOMS

4"X16" WHITE SUBWAY TILE- CROSSVILLE

GROUT-  PRISM STEEL BLUE

CONTACT: ANDREW SHODIS 321-229-3252

ashodis@crossvillestudios.com

FLOOR/WALL FINISH SCHEDULE

WL-3

WHITE FRP WALL - NON GUEST FACING/PREPARATION

MFR: MARLITE

SERIES: P-430N

COLOR: MEDIUM GREY, MARLITE

WL-4

CORRUGATED METAL PAINT ON FRONT CUSTOMER COUNTER

WALL

COLOR TBD IN FIELD

F-2

TINTED EPOXY FLOORING

ACID WASH CONCRETE 24 HOURS PRIOR TO COATING; FINISH

COATING WITH SLIP RESISTANCE COATING

WB-2

EPOXY BASE COATING UP TO 1'-0" AFF' SMOOTH TRANSITION TO

FLOOR EPOXY COATING

NOTES FOR INTERIOR FINISHES

COMPLIANCE TO NCSBC CHAPTER-8

1. ALL INTERIOR WALLS AND CEILING FINISHES MATERIALS SHALL

BE CLASS-B WITH FLAME SPREAD INDEX BETWEEN RANGE 26-75

AND SMOKE DEVELOPED INDEX RANGE 0-450.

2. FLOOR FINISHES SHALL BE CLASS-II, 0.22 WATTS/CM

2

 MINIMUM

CRITICAL RADIANT FLUX.

3. ALL PRODUCTS MUST BEAR A LABEL AS SUCH AND

MANUFACTURER'S CERTIFICATION SHALL BE OBTAINED.

SCALE: 1/4"=1'-0"
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FINISHES PLAN
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